


























https://en.goodwe.com/warrantyrelated.html






















https://en.goodwe.com




https://en.goodwe.com/Ftp/EN/Downloads/User%20Manual/GW_Compatibility-list-of-GoodWe-inverters-and-IoT-products-EN.pdf
https://en.goodwe.com/Ftp/EN/Downloads/User%20Manual/GW_Compatibility-list-of-GoodWe-inverters-and-IoT-products-EN.pdf

















































































































































































































































































































































































































































































































































































































































































	Copyright Statement
	About This Manual
	Over view
	Applicable Products
	Symbol Definition

	1 Safety Precautions
	1.1 General Safety
	1.2 personnel requirements
	1.3 system safety
	1.3.1 PV String Safety
	1.3.2 Inverter Safety
	1.3.3 Battery Safety
	1.3.4 Smart Meter Safety

	1.4 Safety Symbols and Certification Marks
	1.5 EU Declaration of Conformity
	1.5.1 Equipment with Wireless Communication Modules
	1.5.2 Equipment without Wireless Communication Modules (Except Battery)
	1.5.3 Battery


	2 System Introduction
	2.1 System Over view
	2.1.1 General scenario
	2.1.2 Microgrid Scenario
	2.1.3 coupling scenario

	2.2 Product Overview
	2.2.1 Residential Energy Storage All-in-One (Three-Phase)
	2.2.2 STS Appearance Description
	2.2.3 Smart Meter
	2.2.4 smart dongle

	2.3 Supported Grid Types
	2.4 system mode
	2.5 Features

	3 Check and Storage
	3.1 Check Before Receiving
	3.2 deliverables
	3.2.1 Inverter Deliverables
	3.2.2 Battery delivery unit
	3.2.2.1 Battery Expansion Kit Deliverable (Optional)
	3.2.2.2 Floor-Mounted Standoff Bracket (Optional)

	3.2.3 STS deliverable
	3.2.4 Smart Meter Delivery Set GM330&GMK330
	3.2.4.1 Attachment List


	3.3 Storage

	4 Installation
	4.1 Installation Requirements
	4.1.1 Installation Environment Requirements
	4.1.2 Installation space requirements
	4.1.3 Tool Requirements

	4.2 Equipment Handling
	4.3 Equipment installation
	4.4 Install STS
	4.5 Installing the Smart Meter

	5 system wiring
	5.1 System Wiring and Electrical Block Diagram
	5.2 Pre-wiring preparation for STS
	5.3 System Wiring Detail Drawing
	5.3.1 General scenario
	5.3.2 Microgrid Scenario
	5.3.3 coupling scenario

	5.4 Preparing Materials
	5.4.1 Switch ready
	5.4.2 Preparing Cables

	5.5 Connect the Protection earth wire
	5.6 Connecting the PV Cable
	5.7 Expansion line connection for Battery
	5.8 Connect AC cable
	5.8.1 Connect the inverter AC line.
	5.8.2 Connect the STS power line

	5.9 Connecting the Meter Cable
	5.10 Connect communication cable
	5.10.1 Connect inverter communication line
	5.10.2 Connect the STS communication cable

	5.11 Install STS cover plate

	6 System Commissioning
	6.1 Check Before Power ON
	6.2 Power ON
	6.3 Installing the Protective Cover
	6.4 Indicators
	6.4.1 Inverter Indicators
	6.4.2 Battery Indicators
	6.4.3 STS indicator light
	6.4.4 Smart Meter Indicator Lights GM330&GMK330
	6.4.4.1 Indicator Light Description

	6.4.5 Smart Dongle Indicator


	7 System Debugging and Power Station Monitoring
	7.1 Perform device commissioning and power station monitoring via SEMS+ App
	7.2 Perform device commissioning and power station monitoring via SEMS+ WEB

	8 Maintenance
	8.1 System power-down
	8.2 Removing the Equipment
	8.3 Disposing of the Equipment
	8.4 Routine Maintenance
	8.5 fault
	8.5.1 View fault/alarm details
	8.5.2 Fault Information and Troubleshooting
	8.5.2.1 Inverter Fault
	8.5.2.1.1 Fault Handling (Fault Codes F01-F40)
	8.5.2.1.2 Fault Handling (Fault Codes F41-F80)
	8.5.2.1.3 Fault Handling (Fault Codes F81-F121)
	8.5.2.1.4 Fault Handling (Fault Codes F122-F171)
	8.5.2.1.5 Fault Symptom Handling

	8.5.2.2 battery fault



	9 technical parameter
	9.1 Inverter Parameters
	9.2 Battery Technical Data
	9.3 STS Technical Data
	9.4 Smart Meter Technical Data
	9.4.1 GM330
	9.4.2 GMK330

	9.5 Smart Dongle Technical Data
	9.5.1 WiFi/LAN Kit-20
	9.5.2 4G Kit-G20


	10 Appendix
	10.1 FAQ
	10.1.1 How to conduct auxiliary detection for smart meters/CT?
	10.1.2 How to Upgrade the Device Version

	10.2 Explanation of Terms
	10.3 Battery SN Code Meaning

	11 Contact Information

